Facility: Mark Smith, CACS  
Capital Area Counseling Service  
803 E Dakota  
Pierre, SD  57501

Survey Date: June 15, 2018

Surveyor: Derek Schiefelbein, Sr. Health Facilities Surveyor

Survey Type: Environmental Sanitation, Safety, and Fire Prevention  
Accessibility

Code Standards: Administrative Rules of South Dakota (ARSD) 46:20 – Mental Health  
1997 edition, chapters 1-7 inclusive, chapter 23, and chapter 27  
Americans with Disabilities Act Accessibilities (ADAAG), 1991 Edition

Capital Area CARE Center, 115 S. Huron, Pierre – Business Occupancy

No deficiencies were noted at this location.

Bridgeway Apts., 210 W. Pleasant, Pierre - Existing Apartment Building - 8 Consumers

The dryer vent in the laundry room was constructed of the light foil. It needs to be rigid pipe.

Clean up and clean out storage room. Too many combustibles stored inside.

CACS, 803 E. Dakota, Pierre – Business Occupancy (Third floor of old St. Mary’s Hospital)

No deficiencies were noted at this location.

Betty’s Place, 803 N. Euclid, Pierre – Board & Care Occupancy – 12 Consumers

Clean up and clean out storage room. Too many combustibles stored inside.

CACS, 2510 E. Franklin, Pierre – Business Occupancy

No deficiencies were noted at this location.
CACS Plan of Correction
DOH Compliance Survey conducted 6/15/2018

Capital Area Care Center, 115 S. Huron, Pierre – Business Occupancy
No deficiencies were noted at this location.

Bridgeway Apts., 210 W Pleasant Pierre- Existing Apartment Building - 8 Consumers

1. The dryer vent in the laundry room was constructed of light foil. It needs to be replaced with a ridged style vent.
   Date of correction: 07/08/2018
   Plan of correction: The old dry vent was removed and replaced with a ridge style vent. The repair was completed by CACS maintenance staff. CACS maintenance staff will be responsible for ongoing monitoring of this area.

2. Clean up and clean out storage room. Too many combustibles stored inside.
   Date of correction: 07/13/2018
   Plan of correction: The storage room was cleaned out and items taken to the dump. This was completed by CACS maintenance staff. CACS maintenance staff will be responsible for ongoing monitoring of this area.

Betty’s Place, 803 N. Euclid, Pierre – Board & Care Occupancy – 12 Consumers

3. Clean up and clean out storage room. Too many combustibles stored inside.
   Date of correction: 07/14/2018
   Plan of correction: The storage room was cleaned out and items taken to the dump. This was completed by CACS maintenance staff. CACS maintenance staff will be responsible for ongoing monitoring of this area.

CACS, 803 E. Dakota, Pierre – Business Occupancy (Third floor of old St. Mary’s Hospital)
No deficiencies were noted at this location.

CACS, 2510 E. Franklin, Pierre – Business Occupancy
No deficiencies were noted at this location.

Agency Signature: ____________________________
Date: 8-6-18